Executive Order VR-202-R
Assist Phase Il EVR System
Including In-Station Diagnostics (ISD) Systems

Exhibit 2
SYSTEM SPECIFICATIONS

SECTION | - EVR System Specifications

This exhibit contains the installation, maintenance and compliance standards and
specifications that apply to the Assist Phase Il EVR System Including In-Station
Diagnostics (ISD) Systems installed in a gasoline dispensing facility. Allcomponents must
be installed, operated, and maintained in accordance with the specifications in the
ARB Approved Installation, Operation and Maintenance (IOM) Manual.
Installation, maintenance, and repair of system components, including removal and
installation of such components in the course of any required tests, shall be
performed by technicians certified by the appropriate manufacturer unless otherwise
specified in the IOM. Additional certifications may be required in accordance with local
district requirements.

Nozzle

1. A vapor collection boot shall be installed on the nozzle at the base of the spout,
as shown in Figure 2-1.

2. The Healy Model 900 nozzle has an integral vapor valve which prevents the
loss of vapor from the underground storage tanks, ensures proper operation of
the system and prevents the ingestion of air into the system. Any dispenser that
has a nozzle installed that is determined to have a defective vapor valve, as
described in items 2.1 or 2.2 below, shall be immediately removed from service
(including nozzle(s) on both sides of dispenser) and a call for repair made
immediately.

2.1. The maximum allowable leak rate for the nozzle vapor path, as
determined by TP-201.2B, shall not exceed the following:

0.038 cubic feet per hour (CFH) at a pressure of two inches water column
(2.00” wc), and
0.10 CFH at a vacuum of one hundred inches water column (-100.00” wc)

2.2. \Verification of the integrity of the vapor valve can be performed on
installed nozzles using the nozzle bag test procedure in Exhibit 7.

3. Any nozzle that dispenses fuel with the miniboot in a free state condition, as
determined by the quarterly inspection procedure, shall be removed from
service until repaired or replaced.
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Vapor Collection

1. The VJ/L ratio of the system shall be 1.05 plus or minus 0.10 (0.95 to 1.15),
measured at a flow rate between six and ten gallons per minute (6.0 — 10.0 gpm).
Any fueling point whose V/L ratio is determined to be at or below 0.80 shall be
deemed defective and removed from service. The V/L ratio shall be determined by
using the test procedure in Exhibit 5 with the shut-off port excluded, or with an ARB
approved alternate test procedure. See Section 7 of Exhibit 5 for guidance on V/L
adjustment.

2. Inoperative vapor pumps, as determined by the ARB Approved Installation,
Operation and Maintenance Manual, constitute a defect.

3. For unihose dispensers, any modifications or repairs to the nozzle, hanging
hardware or vacuum pump done to bring one fuel grade V/L into compliance at
a fueling point invalidates the results of any previous fuel grade(s) tested before
the alteration. All fuel grades at that fueling point shall be tested again to verify
compliance.

Inverted Coaxial Hoses

1. The maximum length of the hose assembly, including hose adaptor, whip hose,
breakaway, flow limiter (optional) and inverted coaxial hose, measured from the
base of the nozzle to the end of dispenser adapter or dispenser, as appropriate,
shall be no more than eighteen (18) feet.

2. Any hose configuration is allowed.

Breakaway Couplings

Testing is required after reconnecting the breakaway to ensure proper operation
and no observed leaks. The procedure for reconnecting breakaway and fueling
point testing after a drive-off, referenced in Section 1.4 of Scheduled
Maintenance, shall be conducted to verify that breakaway, hose and nozzle are
operating properly after a drive-off.

Flow Limiters

Flow limiter is mandatory when the flow rate is greater than 10.0 gallons per minute
to comply with U.S. EPA requirement.
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Clean Air Separator Pressure Management System

1. The Clean Air Separator is a passive gasoline storage tank ullage pressure
management system, with no electrical requirements. The Clean Air Separator
vapor integrity shall be evaluated using the test procedure outlined in Exhibit 4
of this Executive Order.

a. The system shall be removed from service when the Clean Air Separator
fails the leak decay test outlined in Exhibit 4.

b. Unless there is maintenance or testing being conducted on the Clean Air
Separator, the system shall be removed from service when the four ball
valves are not locked in the positions shown in Figure 2-2 or 2-2H for
normal Clean Air Separator operation. Figure 2-2 applies to vertical
Clean Air Separator installations and Figure 2-2H applies to horizontal
Clean Air Separator installations.

2. The Clean Air Separator shall be installed within 100 feet from the vent line(s),
and the associated piping shall be sloped 1/8” per foot minimum toward the
vent line(s).

Pressure/Vacuum Vent Valves for Gasoline Storage Tank Vents

1. All P/V vent valves shall be an ARB-certified P/V vent valve for a Phase | system.

2. At least one pressure/vacuum (P/V) vent valve shall be installed on each
gasoline storage tank vent. The maximum number of P/V vent valves allowed
and P/V vent valve performance specifications are listed in the applicable
Phase | EVR Executive Order. Vent lines may be manifold to minimize the
number of P/V vent valves and potential leak sources, provided the manifold
conforms to all applicable fire regulations. At least one P/V vent valve shall be
installed on vents if a manifold is incorporated. Figure 2-3 or 2-3H shows a
typical manifold configuration for a single P/V vent valve with the Clean Air
Separator. If two or more P/V vent valves are desired, they shall be installed in_
parallel, so that each can serve as a backup to the other if one should fail to
open properly. Figure 2-4 or 2-4H shows a typical manifold configuration for
two P/V vent valves installed in parallel with the Clean Air Separator. Figure 2-
5 or 2-5H shows a typical manifold configuration for three P/V vent valves
installed in parallel with the Clean Air Separator. Figure 2-6 or 2-6H shows a
typical configuration for a P/V vent valve mounted on a single 3” vent line with
the Clean Air Separator. Figures 2-3, 2-4, 2-5 and 2-6 apply to vertical Clean Air
Separator installations. Figures 2-3H, 2-4H, 2-5H and 2-6H apply to horizontal
Clean Air Separator installations.

Warranty

Each manufacturer listed in Exhibit 1 shall include a warranty tag with the certified
component(s). The manufacturer warranty tag, included with each component,
shall be provided to the service station owner/operator at the time of installation.
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Vapor Recovery Piping Configurations

NOTE: Vapor return piping shall meet the piping requirements specified
in section 4.11 of CP-201.

1. Vapor Return and Vent Lines

a. For facilities installed on or after April 1, 2003, all vapor return and vent
lines shall be a minimum nominal internal diameter of 2 inches from the
dispensers or the vent stacks to the first manifold. All lines after the first
manifold and back to the underground storage tank shall have a minimum
nominal internal diameter of 3 inches.

Note: Facilities permitted by a local district prior to April 1, 2003 shall be
required to meet the three inch diameter standard only upon facility
modification which involves the addition, replacement, or removal of
50 percent or more of the buried vapor piping.

After backfilling the vapor return and vent lines, the maximum pressure
drop shall not exceed 0.5 inches WC at 60 cubic feet per hour as
determined by TP-201.4, Dynamic Backpressure. The pressure drop shall
be measured from the dispenser riser to the UST with pressure/vacuum
vent valves installed and with the poppeted Phase | vapor connection
open.

b. For existing installations, the maximum pressure drop through the system
shall not exceed 0.5 inches WC at 60 cubic feet per hour as determined by
TP-201.4, Dynamic Backpressure. The pressure drop shall be measured
from the dispenser riser to the UST with the pressure/vacuum vent valves
installed and with the poppeted Phase | vapor connection open.

Note: The V/L test from Exhibit 5 may be used to verify proper operation of the
system, in lieu of measuring the pressure drop through the lines, provided
that at least two gallons of product are introduced into the system through
each dispenser riser, prior to the test.

2. All vapor return lines shall have a minimum slope of 1/8 inch per foot from the
dispenser riser to the riser of the underground storage tank (UST). A slope of 1/4
inch or more per foot is recommended wherever feasible. The vapor return path
from any dispenser riser to the UST shall be free of liquid or fixed blockage.

Exception: When it is not possible to achieve the necessary minimum slope
from the dispenser back to the underground storage tanks, a low
point Liquid Condensate Trap (i.e. knock out pot, thief port) can be
utilized as long as the conditions under Liquid Condensate Traps
in this Exhibit 2 are met.
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The dispenser shall be connected to the riser with either flexible or rigid material
that is listed for use with gasoline. The dispenser-to-riser connection shall be
installed so that any liquid in the lines will drain toward the gasoline storage tank.
The internal diameter of the connector, including all fittings, shall not be less
than one-half inch (1/27).

Note: The dispenser-to-riser connection is defined as the piping connection
between the outlet of the vapor flow meter and the inlet of the dispenser
riser. Avapor shear valve may also be part of the riser connection.

There is no length restriction for the vapor return piping of the system as long as
the system complies with the maximum pressure drop requirement of Item 1 (or
the V/L option).

No product shall be dispensed from any fueling point at a GDF installed with the
Assist Phase Il EVR System Including In-Station Diagnostics (ISD) Systems if
there is a vapor line that is disconnected and open to the atmosphere.

Dispenser Vapor Piping

1.

Any dispenser with a dispenser piping test valve in the closed position shall be
considered a defect.

The ball valve shall be installed between the test port and the vacuum pump.
The ball valve and test port shall be located on the inlet side of the vacuum

pump.

If the vapor flow meter is installed below the vapor shear valve, then a “Y” fitting
for introducing liquid shall be installed below the vapor flow meter.

The vapor flow meter shall be installed on the down stream side of the vacuum
pump.

The Vapor Pressure Sensor shall be installed into one of the dispensers at the
GDF located closest to the underground storage tanks (If a row of dispensers
are equal distance from the gasoline tank pad and within 10’ of each other, any
dispenser can be used).

Liquid Condensate Traps

1.

There shall be no vapor leaks when tested in accordance with the latest version
of TP 201.3, Determination of 2 Inch WC Static Pressure Performance of
Vapor Recovery Systems of Dispensing Facilities.

The Liquid Level Sensor shall alarm within five (5) minutes when tested in
accordance with Exhibit 11, Liquid Condensate Trap Compliance Test.

The Liquid Level Sensor audible alarm shall be installed at a location that is most
likely to be heard by the station attendant during normal station operation (e.g.
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cash register).

The Liquid Evacuation System shall automatically evacuate gasoline when tested
in accordance with Exhibit 11, Liquid Condensate Trap Compliance Test.

A metal tag specifying the capacity of the Liquid Condensate Trap shall be
installed and maintained as specified in the Installation, Operation, and
Maintenance Manual.

Maintenance Tracker Kit for Veeder Root TLS Console (Optional)

The Maintenance Tracker kit consists of the following devices:

Maintenance Tracker Technician Key

(Figure 2-7)

Interface Module RS232/485 Dual Module with DB9 Converter or Single Port
Module with DB-25 converter

(Figure 2-8)

Manual

In-Station Diagnostics

Veeder-Root In-Station Diagnhostics

1.

The gasoline dispensing facility operator/owner and contractor shall comply
with local district requirements, if any, following a warning by the Veeder-Root
In-Station Diagnostics (ISD) system.

Suggested Troubleshooting, found in Table 5-1 of the Veeder-Root In-Station
Diagnostics ISD) Install, Setup, and Operation Manual (ARB Approved
Installation, Operation, and Maintenance Manual), recommends that certain
tests be conducted to verify the cause of the ISD warning or failure alarms.
Districts may require that these tests or other tests specified by the districts be
conducted in response to the ISD alarms.

INCON Vapor Recovery Monitoring

1.

The gasoline dispensing facility operator/owner shall comply with local district
requirements, if any, following a warning by the INCON Vapor Recovery
Monitoring system and a shut down of individual dispensers for all gasoline
products by the vapor recovery.

Suggested Troubleshooting, found in Appendix A of the INCON Vapor Recovery
Monitoring Install, Setup, and Operation Manual (ARB Approved Installation,
Operation, and Maintenance Manual), recommends that certain tests be
conducted to verify the cause of the warning or failure alarms. Districts may
require that these tests or other tests specified by the districts be conducted in
response to the monitoring system alarms.
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Phase | System

The Phase | system shall be an ARB-certified system that demonstrates
compliance with the static pressure decay test criteria contained in the
latest version of TP-201.3.

Maintenance and Alarm History Records

1. Each GDF operator/owner shall keep records of maintenance performed at the
facility. Such records shall be maintained on site or in accordance with district
requirements or policies. The records shall include the maintenance or test
date, repair date to correct test failure, maintenance or test performed, affiliation,
telephone number, name and Certified Technician Identification Number of
individual conducting maintenance or test. Additional information may be
required in accordance with local district requirements.

Each GDF operator/owner shall keep records of all alarms detected by the ISD
system. Alarm History records shall be maintained on site or in accordance with
district requirements or policies. The records shall include the alarm date, the
nature of the alarm, type of test and test date to verify the validity of ISD alarm,
maintenance or repair date to correct the cause of the alarm, maintenance or
repair performed to correct the cause of the alarm, affiliation, telephone number,
name and Certified Technician Identification Number of individual conducting
maintenance or test. Additional information may be required in accordance with
local district requirements.

An example of a GDF Maintenance and Alarm History Record is shown in
Figure 2-9.

2. Maintenance shall be conducted in accordance with Scheduled Maintenance
document in ARB Approval Installation, Operation and Maintenance
Manual.

3. Reconnection of breakaways shall be included in the maintenance records.
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FIGURE 2-1
Vapor Boot for Healy 900 Nozzle
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FIGURE 2-2

Clean Air Separator Normal Operation Configuration
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FIGURE 2-2H
Clean Air Separator Normal Operation Configuration

NOILYY3d0
TYHEON NI
= yo [E=
N3O 031001
INWA TIvE

NOILVYY3d0 NOILYY3d0
IYAHON NI YNHON NI
Ll wo ﬂF n,...@ 0 Wm_m....,_

menﬂu a0t g3s010 03X201

3Qvad 3A08Y
WANININ 21

2Ma

8v66 N/d
(LNO/NI) ¥v
NSV ¥3HLY3NE dlv

HIONIT XYW 001
INGA QUVMOL HOLId
1004 ¥3d .8/} 3JOTS WNNININ

NOILOILOYd TIIHIAO
9996 N/d
IATWA MOIHO LYO14

‘53000 W20 LFAN 01 (43TWISNI
A8 GINWYELIA) WILSAS LHOLdNS
NMO S1I ¥0 W3LSAS Ly¥0ddnS
INM LN3A 3HL HIWM ATTVOILYEA
Jdid YIHLYIYE HIY Lu0ddNS —

e

(43TIVLSNI A8 Q31ddNS)
IATVA IN3A



VR-202-R

-11

Exhibit 2

FIGURE 2-3

Typical Installation of a Single P/V Vent Valve Manifold
with Healy Clean Air Separator
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FIGURE 2-3H
Typical Installation of a Single P/V Vent Valve Manifold

with Healy Clean Air Separator
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FIGURE 2-4
Typical Installation of a Two P/V Vent Valve Parallel Manifold
with Healy Clean Air Separator

VENT VALVES
(SUPPLIED BY INSTALLER)

—

MINIMUM SLOPE
1/8" PER FOOT,
100 FT. MAX.
LENGTH

ﬁ\\ AIR BREATHER

ASSEMBLY
P/N 9948

12" MINIMUM
ABOVE GRADE

FLOAT CHECK
VALVE

P/N 948666
OVERFILL

PROTECTION

BALL VALVE —]

LOCKED OPEN

=3 |OR[ >
IN NORMAL
OPERATION

BALL VALVES
LOCKED CLOSED

| 0% frr=

IN NORMAL
OPERATION

BALL VALVE
LOCKED CLOSED

@om—j—,

IN NORMAL
OPERATION

PLUG

= = = === =] wo "

e (] :|||—_~"; L S 2=
| e e e e e e e




Exhibit 2

-14

VR-202-R

FIGURE 2-4H
Typical Installation of a Two P/V Vent Valve Parallel Manifold

with Healy Clean Air Separator
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FIGURE 2-5

Typical Installation of a Three P/V Vent Valve Parallel Manifold

with Healy Clean Air Separator
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FIGURE 2-5H
Typical Installation of a Three P/V Vent Valve Parallel Manifold

with Healy Clean Air Separator
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FIGURE 2-6
Typical Configuration of a P/V Vent Valve Mounted on a
Single 3” Vent Line with the Clean Air Separator
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FIGURE 2-6H
Typical Configuration of a P/V Vent Valve Mounted on a

Single 3” Vent Line with the Clean Air Separator
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FIGURE 2-7
Maintenance Tracker Technician Key

FIGURE 2-8
Interface Module RS232/485
Dual Module with DB9 Converter or
Single Port Module with DB-25 converter




FIGURE 2-9
Example of a GDF Maintenance Record and Alarm History
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SECTION Il - In-Station Diagnostics Systems

Option 1 - Veeder-Root ISD System Specifications

TLS Console & ISD Software Version Number

The ISD audible alarms shall be installed at a location that is most likely to be heard
by the station attendant during normal station operation (e.g., cash register). The
TLS console shall be installed in a location that allows the RS232 port to be easily
accessible, and if applicable, per district requirements, for use at anytime. A vacant
RS232 serial port shall always be available to electronically download reports.

The presence of ISD and the ISD software version number can be verified on the TLS
Console LCD screen by using the <STEP> key or by using the TLS Console <PRINT>
key to print and review the latest ISD Daily Report. See Figure 2-ISD-VR-1 and 2-I1SD-
VR-2 for TLS and ISD verification instructions.

The TLS Console must have a printer as well as an RS232 interface port.

If the TLS is equipped with security features which prohibit access to the TLS,
instructions to override these security features shall be maintained on site in accordance
with air district requirements and shall be available to the air district upon request.

Table 1 provides a list of expiration dates for each ISD Software version.

If Veeder-Root’s “Maintenance Tracker” is installed and enabled, access to the
“diagnostic mode” and “set-up mode” of the TLS Console is prohibited unless a
Maintenance Tracker Technician Key or personal computer equipped with Veeder-
Root’s ISD Setup Tool Software Version 1.09 or higher is made available. Maintenance
Tracker is an optional security device designed to prevent unauthorized tampering

and clearing of Veeder-Root tank monitoring and ISD alarms. Maintenance Tracker
resides within the TLS console and when enabled, a message will appear on the two
line display of the TLS console. For additional instructions on how to access the desired
parameters to complete this test procedure, see Exhibit 12 Veeder-Root Maintenance
Tracker (Optional).
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TABLE 1
Veeder-Root ISD System Software Version Expiration Dates
Last Date
Phase Ii Software Software
EVR System . . Notes
Co Version May Remain
Description
In Use
Subject GDFs must upgrade to
Version 1.00 12/15/2010 |the certified software version
(1.01 or later)
Only applies to GDFs equipped
with multi-product dispensers with
fuel blending.
Version 1.01* for
Multi-Product Does not apply to GDFs equipped
Healy (Assist) (six pack) Dis- 07/01/2012 with uni-hose dispensers with fuel
VR-202 Series pensers with blending.
Fuel Blending
Subject GDFs must upgrade to
the certified software version
(1.02 or later)
Version 1.02, N/A May Remain in Use at Existing
1.03,1.04 Facilities
Version 1.05 N/A Required for New Installations

and Major Modifications

*Existing sites equipped with Veeder-Root Software Version 1.01 may remain in use only if equipped

with uni-hose or muliti-product dispenser without fuel blending.
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Operability Test Procedure

The Veeder-Root ISD operability test procedure provided in Exhibit 9, and in section 4 of
the ARB Approved Installation, Operation and Maintenance Manual, shall be used
at GDF sites to determine the operability of the Veeder-Root ISD system to comply with
applicable performance standards and performance specification in CP-201. Testing
the ISD equipment in accordance with this procedure will verify the proper selection,
setup and operation of the TLS Console sensors and interface modules.

The Vapor Flow Meter

The Veeder-Root ISD system requires one Vapor Flow Meter per dispenser installed
via the ARB Approved ISD Vapor Flow Meter Manual 577013-796, Rev. E for the
Veeder-Root ISD System. The Vapor Flow Meter shall be installed into dispensers
listed in Exhibit 1 of this Executive Order in accordance with the ARB Approved
Installation, Operation and Maintenance Manual. The Vapor Flow Meter is an
intrinsically safe sensor that is wired to the TLS Console Smart Sensor Module via a
conduit dedicated to TLS Console low-voltage sensors. Figure 2-ISD-VR-3 shows
the ISD Vapor Flow Meter. Figures 2-ISD-VR-7 and 2-ISD-VR-8 show the installation
configuration. Figure 2-ISD-VR-10 shows the wireless components for Veeder-Root
ISD. Figure 2-ISD-VR-11 shows a typical installation of the wireless VFM transmitter in
a dispenser.

The Vapor Pressure Sensor

The Veeder-Root ISD system requires one Vapor Pressure Sensor per GDF installed
into one of the dispensers located closest to the gasoline tanks (If a row of dispensers
are equal distance from the gasoline tank pad and within 10’ of each other, any
dispenser can be used) in accordance with the ARB Approved Installation, Operation
and Maintenance Manual. The Vapor Pressure sensor shall be installed into
dispensers listed in Exhibit 1 of this Executive Order. For vapor vent stack installation,
install the pressure sensor on the vent stack line closest to the tank being monitored, in
accordance with Section 21 of the ARB Approved IOM Manual. The Vapor Pressure
Sensor is an intrinsically safe sensor that is wired to the TLS Console Smart Sensor
Module via a conduit dedicated to TLS Console low-voltage sensors. Figure 2-ISD-
VR-4 shows wired and low voltage wireless ISD Vapor Pressure Sensor drawings, and
the optional dryer tube drawing. Figures 2-ISD-VR-7 and 2-ISD-VR-8 show the
installation configuration. Figure 2-ISD-VR-9 shows the installation configuration of
the Veeder-Root vapor pressure sensor on a vapor vent stack. Figure 2-ISD-VR-10
shows the wireless vapor flow meter components. Figure 2-1ISD-VR-12 shows an
Overview of Veeder-Root Wireless Vapor Pressure Sensor Vent Stack Installation.
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Dispenser Interface Module (DIM)

Existing Dispenser Interface Modules or DIM communication cards are used to interface
to the dispenser Point Of Sale (POS) or controller system to gather fuel transaction
data. The ISD Operability Test Procedure provided in Exhibit 9 and in Section 4 of the
Veeder-Root ISD Install, Setup and Operation Manual can be used to verify the proper
selection and setup of the Dispenser Interface Module. See Figure 2-ISD-VR-5 for a
typical Dispenser Interface Module lllustration.

Tank Inventory Probe Sensor

Existing Tank Inventory Probe sensors (one per gasoline storage tank) are used to
measure the amount of vapor space in the Underground Storage Tanks (USTs). The
ISD Operability Test Procedure can be used to verify the proper selection and setup of
the Tank Inventory Probes. See Figure 2-ISD-VR-6 for a typical Tank Inventory Probe
Sensor.

Shutdown Control

The TLS Console must be wired per the Veeder-Root ISD Install, Setup and Operation
Manual 557013-800, Rev. E of the ARB Approved Installation, Operation and
Maintenance Manual for the Assist Phase Il EVR System Including the Veeder-Root ISD
System such that it shall automatically prohibit the dispensing of individual dispensers or
through shutdown of all the gasoline turbine pumps during a CP-201 ISD failure alarm.

It shall also automatically prohibit the dispensing of all dispensers during TLS Console
ISD system power loss.

TLS Console Modules

The ISD Operability Test Procedure in Exhibit 9 and in section 4 of the Veeder-Root ISD
Install, Setup, and Operation Manual of the ARB Approved Installation, Operation,
and Maintenance Manual shall be used to verify the proper selection and setup of the
TLS Console Modules.

Training Program

All Veeder-Root contractors must successfully complete the applicable Veeder-Root
training program before they can install, startup, and service TLS Console equipment as
shown in the following table:
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TABLE 2
Veeder-Root Contractor Training Certification Requirement
e ATG VR Vapor
Veeder-Root Contractor Certification Installer . P
: i Technician Products
Requirements Certification - e
6 Certification Certification
Install* ISD ) ° °
Install PMC ° ° °
Install CCVP ) ° °
Install Wireless ISD/PMC ° ° °
Installation Checkout? ° °
ATG Startup?® / Training*/ Service® ° °
ISD Startup / Training / Service °
PMC Startup / Training / Service °
CCVP Startup / Training / Service °
Wireless ISD/PMC Startup / Training / Service °
Install Pressure Sensor (ATG) ° ° °
Maintain Pressure Sensor (ATG) ° °
Calibrate Pressure Sensor (ATG) ° °
Clear ATG Pressure Sensor Alarm (ATG) ° °
Clear ISD/ PMC alarms (ISD/PMC) ° °
NOTE: A current Veeder-Root Installer Certification is a prerequisite for the ATG Technician Certification course.
! Perform wiring and conduit routing; equipment mounting
2Inspect wiring and conduit routing; equipment mounting
3Turn power on, program and test the systems
4 Provide supervised field experience in service techniques and operations
5Troubleshoot and provide routine maintenance as specified in the IOM
8UST Monitoring Systems — Installer (Level 1)
" Certified UST Monitoring Technician
8VR Vapor Products

The schedule, fee and registration information for the Authorized Service Contractor
(ASC) training program can be found at http://www.veeder.com. To confirm TLS or
ISD training a regulator should send an email to technicaltraining@gilbarco.com with
the name (and company) of the ASC to obtain verification of the ASC TLS/ISD training
status or call 800-997-7725 and press “4” to get to the Veeder-Root menu and then

Wk

gilbarco.com.

to speak to a representative or sign on to the Gilbarco Learning Suite at http://wise.


http://www.veeder.com/
mailto:technicaltraining@gilbarco.com
http://wise/
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Maintenance

The TLS console, including interface modules, do not require scheduled maintenance.
ISD System Self-Test Monitoring algorithms are designed to verify proper selection,
setup and operation of the TLS console and sensors.

There is no recommended maintenance, inspection nor calibration for the Vapor Flow
Meter or the Vapor Pressure Sensor. Servicing should be performed in
response to warning or alarm conditions.

RF Wireless Components

The Veeder-Root wireless components must be installed in accordance with IOM 28:
TLS RF Wireless 2 System (W2) Installation and Maintenance Guide of the ARB
Approved IOM. The wireless system consists of the following devices (Figure 2-1SD-
VR-10)

RF Receiver-2

RF Repeater-2

RF Transmitter-2

RF Battery Pack

TLS RF Console-2 Box

L A

These devices convert data in smart-sensor-protocol format to RF format and back to
smart-sensor format for TLS such that TLS software assumes it is directly connected

to the sensor. The transmitter automatically identifies the Flow Meter connected to it

and polls it periodically. The collected data is converted to radio format and transmitted
through air to receiver. The receiver collects the radio packet and within 200ms sends the
data to the TLS RF on RS485 bus. The TLS RF provides this data to TLS on next poll by
TLS. To prevent adjacent GDF with wireless equipment from interfering with each others
transmissions, dip switches on the Transmitter and Receiver are used to configure a site
ID. The Repeater is not required, but may be installed as needed to provide a second
path for the wireless signal traveling from Transmitter to Receiver.
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FIGURE 2-ISD-VR-1
Finding the Veeder-Root ISD Version Number

Use the TLS Console <FUNCTION> key to find the ISD Daily Report menu:

= MM DD, YYYY HH:MM:SS XM
_’ ]
M| v ALL FUNCTIONS NDRMAL - E Macle

I |E’ Print

— Prints out a copy of the
I +—% | 150 DAILY REPORT —>| P ) vz Reprass until
F v PRESS <STEP> TO CONTINUE 1S 'y Report.. W desired message
appears in display

The ISD version number can be verified on the TLS Console LCD screen using the <STEP> key or by
using the TLS Console <PRINT> key to print and review the latest ISD Daily Report:

Presence of the ISD Daily Report menu and correct ISD software version number is evidence that ISD is
installed and activated in the TLS Console.

ISD DAILY REPORT

(SITE NAME)

(SITE STREET)

(CITY,ST)

( PHONE)

(MMM DD, YYYY HH:MM XM)

EVR TYPE: VACUUM ASSIST
ISD VERSION O01.XX

REPORT DATE: SEP 22
ISD VERSION O0LXX — ~tf——

Version Numbei

OVERALL STATUS PASS
EVR CONTAINMENT NOTEST
EVR COLLECTION PASS
STAGE1 4 of 4 PASS
SELF TEST PASS
ISD MONITOR UP-TIME 100%
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FIGURE 2-ISD-VR-2
Standard TLS Console

+— TLS Conaole

AS-232 board (DB25 femals) ——

N\

(Shots 1, 2, or 3) :
DB25
male

'Null' serial  —*
cabls*

**Cusfomer sypplied.

'Null' serial
g cablet

Multiport board (DB female)
(Slot 4)

ATEN USB to
DE9 serial adaptsr
PN 576040-170

DEBe male Aoy

Plugs into
PCMCIA port

Isptop requires tarmingl mode software
such as Microsoft HyperTerminal.
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FIGURE 2-ISD-VR-3
Vapor Flow Meter

Veeder-Root 331847-XXX

FIGURE 2-ISD-VR-4
Vapor Pressure Sensor

FIGURE 2-ISD-VR-4a FIGURE 2-ISD-VR-4b
Wired Vapor Pressure Sensor Low Powered Wireless Vapor Pressure Sensor
Veeder-Root 331946-001 Veeder-Root 861190-201
Q VEEDER-ROOT 1SD '\:%g;%;:::;wsm

RANGE: +-5INWC
SN XOXOXKXXKX

RANGE: £5 IN. W.C.
P/N: 331946-001
SN: 000000XXXX

SERIAL NUMBER
BARCODE

—
(I
]
1]

FIGURE 2-ISD-VR-4c
Dryer Tube (Optional)
Veeder-Root 330020-717
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FIGURE 2-ISD-VR-5
Veeder-Root FIGURE 2-ISD-VR-6

Dispenser Interface Module (DIM) Tank Inventory Probe Sensor

l
MAG 1 MAG 2
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FIGURE 2-ISD-VR-7
Typical Installation of the Veeder-Root Vapor Pressure Sensor & Vapor Flow Sensor

VR-202-R
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FIGURE 2-ISD-VR-8
Typical Installation of the Veeder-Root Vapor Pressure Sensor and Vapor Flow Sensor
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FIGURE 2-ISD-VR-9
Typical Installation of the Veeder-Root Vapor Pressure Sensor on a vapor vent stack

Upper J-box - Install per all
National, State and Local

codes.
Epoxy enclosed connections
in junction box. '
Pressure sensor
_\ & enclosure
A
) 1‘4—1/4 " Copper
o tubing from kit
) :/

,._..
U—1F

A
= Schedule 40 piping e

! ‘ ¥j and pipe fittings

View A-A

Install conduit per all

National, State and
Local codes \

(customer supplied)

Seal off - Install per all
National, State and Local . _H
codes (customer supplied). j

~ Grade
| | ¥

T
44—
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FIGURE 2-ISD-VR-10
Wireless Components for Veeder-Root ISD

RF Receiver-2

) VEEDER-ROOT

™ Duncansville PA 16635 U.S.A.
&35 [R[F RecEIVER g

WIRELESS 2

—40°C <Ta< +60°C

C€iiz0 FS

RF Repeater-2

£} VEEDER-ROOT

™ Duncansville PA 16635 U.S.A.

[RF REPEATER /°

WIRELESS 2

“Callib

)
n,
“

—40°C <Ta< +60°C

C€i180 F@

+1 5fvnc @
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FIGURE 2-ISD-VR-10 (continue)
Wireless Components for Veeder-Root ISD

RF Transmitter-2

[R[F TRANSMITTER / )

WIRELESS 2

INTRINSICALLY SAFE DEVICES FOR
CLASS 1 GROUP D HAZARDOUS
LOCATIONS SECURITE INTINSEQUE
SEE CONTROL DRAWING 331940-012

FCS Exia cus

LISTED
2465

CEHBO@ 111G -40°C <Ta< +60°C

Ex ia IIA T4
DEMKO 06 ATEX 137478X
DEMKO 06 ATEX 137480X

MANUAL 577013-578

RF Battery Pack £ veeDER-ROOT

™ Duncansville PA 16635 U.S.A.

[T
€53 [R[F BaTTERY PACK

P/N 332425-011

recharge, disassembl
short external contac

fire or water.
INTRINSICALLY SAFE DEVICES FOR
GROUP |IA HAZARDOUS LOCATIONS
SECURITE INTINSEQUE, SEE
CONTROL DRAWING: 331940-012
AND 331940-005.

CE€is0& 1 16 -40°C < Ta < +60°C

Ex ia IAT4
DEMKO 06 ATEX 137478X
DEMKO 06 ATEX 137480X

MANUAL 577013-578

S/N__1XXXXX

TLS RF Console-2

() veEDer-ROOT

LRI
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FIGURE 2-ISD-VR-11
Typical Installation of the Veeder-Root Vapor Flow Meter
with VFM Transmitter in Dispenser

Legend for Numbers Boxes in Figure 2-ISD-VR-11 ‘

1. | Base of Dispenser cabinet VFM Transmitter 5. | Transmitter

2. | VFEM 6. | Top of Dispenser Pedestal

3 | VEM cable 7 Battery caution label attached to battery
cable (2 places)

4. | Battery Pack
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FIGURE 2-ISD-VR-12
Overview of Veeder-Root Wireless
Vapor Pressure Sensor Vent Stack Installation

Receiver Repeater lemmma
) : {:‘:1 ,’::;)'
=l 2T Bty I. (2o

1] 0| b

3

]

RS485 Cable =

TLS RF Unit G

/ / &y, B
Dispensar

] [nls] ‘\
~ TS Pressure
I o Console
| Transmittar Sensor Wiring Sensor
LN ~ &
Flow v\@'

Batlery Pack

o N Q) o}

_._._]1_._..
"R

T

Ry

\

% e

7
L
|

D
|

A
0
b
(&
0
N\ =

Ub K TR ’\""”ﬂj

964-37.eps

Example VRPS transmitter/battery pack installation in vent stack enclosure

1. CCVP fransmitterbatt ery LEGEND FOR NUMBERED BOXES
enclosure onvent stack 1. VRPS cable 5. Attach Battery L bracket using two #10 taptite screws
2. CCVP support bracket 2. VRPS 6. Battery caution label attached to battery cable (2 places)
3. Battery pack 7. Attach Transmitter L bracket using two #10 taptite screws
4. Thin hex nut 8. Transmitter
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SECTION Il - In-Station Diagnostics Systems

Option 2 - INCON Vapor Recovery Monitoring (VRM) System Specifications

Console & VRM Software Version Number

The ISD audible alarms shall be installed at a location that is most likely to be heard

by the station attendant during normal station operation (e.g., cash register). The con-
sole shall be installed in a location that allows the Ethernet or RS232 port (COMM 1) to
be easily accessible, and if applicable, per district requirements, for use at anytime. A
vacant RS232 serial port (COMM 1) shall always be available to electronically download
reports.

The presence of VRM and the VRM software version number can be verified on the
Console touchscreen screen by pressing the VRM Icon key or by printing a VRM Dalily
or Monthly Report. See Figure 2-ISD-INCON-1 for the verification instructions.

The Console must have a printer.

The Console is equipped with password security features which prohibit the ability to
make changes to the system. Instructions and passwords shall be maintained on site
in accordance with air district requirements and shall be available to the air district upon
request.

Table 2 below provides a list of expiration dates for each ISD Software version.

TABLE 2
INCON ISD System Software Version Expiration Dates

Last Date
FEee Software Software
EVR System : : Notes
7 Version May Remain
Description
In Use
Version 1.0.0 and Dpes npt appl)_/ to GDFs equipped
with unihose dispensers.
1.1.0 for
Mul'_u-Product 01/01/2014 Subject GDFs must upgrade to
. (Six pack) the certified software version
Assist VR-202 Dispensers
Series (1.2.0 or later)
Version 1.2.0 for May _R_emaln in Use at Existing
: Facilities
Multi-Product
(six pack) N/A
Dis é)nsers Required for New Installations
P and Major Modifications
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Operability Test Procedure

The INCON VRM operability test procedure provided in Exhibit 10, and in the VRM
Operability Testing section of the ARB Approved Installation, Operation and Main-
tenance Manual, shall be used at GDF sites to determine the operability of the INCON
VRM system to comply with applicable performance standards and performance speci-
fication in CP- 201. Testing the VRM equipment in accordance with this procedure will
verify the proper selection, setup and operation of the Console sensors and interface
modules.

Vapor Flow Meter

The INCON VRM system requires one Vapor Flow Meter per dispenser installed via the
ARB Approved Vapor Flow Meter Manual 000-2144, Rev. A. The Vapor Flow Meter shall
be installed into dispensers listed in Exhibit 1 of this Executive Order in accordance with
the ARB Approved Installation, Operation and Maintenance Manual. The Vapor
Flow Meter is an intrinsically safe sensor that is wired to the Console Probe Module or
TS-DTU Module via a conduit dedicated to low-voltage sensors. Figure 2-ISD-INCON-
3 shows the Vapor Flow Meter. Figure 2-ISD-INCON-5 shows the installation
configuration.

Vapor Pressure Sensor

The INCON VRM system requires one Vapor Pressure Sensor per GDF installed into
one of the dispensers located with the shortest run to the underground storage tanks (If
a row of dispensers are equal distance from the tank pad, any dispenser can be used)
in accordance with the ARB Approved Installation, Operation and Maintenance
Manual. The Vapor Pressure Sensor shall be installed into dispensers listed in Exhibit 1
of this Executive Order. The Vapor Pressure Sensor is an intrinsically safe sensor that
is wired to the Console’s 4-20mA Module or a TS-DTU Module via a conduit dedicated
to low-voltage sensors. Figure 2-1ISD-INCON-4 shows a Vapor Pressure Sensor
illustration. Figure 2-ISD-INCON-6 shows the installation configuration.

Dispenser Interface Module (DIM)

Existing Dispenser Interface Modules or DIM communication cards are used to inter-
face to the dispenser Point Of Sale (POS) or controller system to gather fuel transaction
data. The ISD Operability Test Procedure provided in Exhibit 10 and in the ARB
Approved Install, Operators, and Maintenance Manual can be used to verify the
proper selection and setup of the Dispenser Interface Module.
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Data Transfer Unit

The optional Data Transfer Unit can be installed as a replacement for underground wire
and conduit for both the Vapor Flow Meter and Vapor Pressure Sensor. The TS-DTU
must be wired per the INCON Data Transfer Unit Dispenser Retrofit Manual 000-2146,
Rev. B of the ARB Approved Installation, Operation and Maintenance Manual. A
minimum of two units are required when installing DTUs, one in the GDF and one in

a dispenser. A single site can mix and match between dedicated cables and DTU
installation methods. See Figure 2-21.

Shutdown Control

The Console must be wired per the INCON VRM Install, Operators, and Maintenance
Manual 000-2058, Rev. E of the ARB Approved Installation, Operation and Maintenance
Manual such that it shall automatically prohibit the dispensing of fuel through shutdown of
individual dispensers during a CP-201 ISD failure alarm.

Console Modules

The VRM Operability Test Procedure in Exhibit 10 and in the INCON VRM Install,
Operators, and Maintenance Manual 000-2058, Rev E of the ARB Approved
Installation, Operation, and Maintenance Manual shall be used to verify the proper
selection and setup of the Console Modules.

Training Program

All INCON contractors must successfully complete the applicable Franklin Fueling
Systems training program before they can install, startup, and service INCON Console
equipment. Contractors must have up-to-date Level 1 & 2 certifications to install and
startup the TS Console. Contractors must have an up-to-date Level 5 certification to
install, startup and service the VRM system. The schedule, fee and registration
information for the Authorized Service Contractor (ASC) training program can be found
at http://techlab.franklinfueling.com.

A list of certified contractors with current console and VRM training will be available at
the Franklin Fueling web page,
http://techlab.franklinfueling.com/mod/resource/view.php?id=64.

Maintenance

The console, including interface modules, do not require scheduled maintenance. The
VRM System uses a Self-Test Monitoring feature that is designed to verify proper se-
lection, setup and operation of the console and sensors. There is no recommended
maintenance, inspection nor calibration for the Vapor Flow Meter or the Vapor Pressure
Sensor. Servicing should be performed in response to warning or alarm conditions.


http://techlab.franklinfueling.com/
http://techlab.franklinfueling.com/mod/resource/view.php?id=64
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FIGURE 2-ISD-INCON-1
Finding the INCON VRM Version Number

Version number on the LCD:

Press the VRM Application area

Version Number

[Homel/Status r+1 28 [VRM}/Status
Syztem FMS YRM Ullage Pressure Uﬂ?rational Statistics
Up Tin\e % 100
Pass Téhe % 100
ersion 1.20
@ Compliance
Integrity Pass
Weekly Pa:
Monthly Pass
Ok Ok Ok
. 10:00
= 11:27
) | | | & | wwor ! = 08/18/03

Version number on the VRM Daily Report or Monthly Report:

Press the Print area

[Home]/Status m RE
System FhdS YR
Ok Ok Ok
11:27
@ | % 05/08/07
Press the VRM Reports
[Home]/Feparts [&1) jel=|

Alarm History

Application
Events

Setup

= B|l@|&

11:44
05/08/07

Version Number

3760 Marsh Road

608-838-8786
USA
12/20/2006

DailyISD Report
Last 30 Days

Pressure:inH20
m
ISDVersion:1.2.0

12/20/2005
Pressure Max
Pressure Min
Pressure 75"
Pressure 95"
105

INCON Engineering Systems
Franklin Fueling Systems

Madison, WI 53718

11:25:39

0.26
-253
0n
on
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FIGURE 2-ISD-INCON-2
Standard Tank Sentinel Console

Tank Sentinel Console
(TS-EMS, TS-550, or TS-5000)

Exploded view of communication area

FAX/MODEM comm1 ETHERNET usB ~
D
BUS EXT comm2 LLDI/RS-485
O o m @ > 2] @ >
zCcC z
onon o
I
—_— - . - o
To COMM 1 To Ethernet g2e RS422/232 Current Loop
RJ45 Connector ‘ ‘ ‘ ‘
DB9 Male Connector

Ethernet Cable
Connection * - Preferred method
RS-232 Cable (Cross-Over Cable)*
Connection

(Straight serial cable,
not "null modem")

RJ45 Connector

DB9 Female Connector

Laptop requires Internet
Explorer web browser
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FIGURE 2-ISD-INCON-3
Vapor Flow Meter

INCON TS-VFEM

FIGURE 2-ISD-INCON-4
Vapor Pressure Sensor

INCON TS-VPS
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FIGURE 2-ISD-INCON-7
Data transfer Unit

Data Transfer Unit




